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WS- 010097 6/22/2020 6/22/2021 2 Bottle Filler In hallway adjacent to room 204 WF-06222020-010097 3/12/2021 FT-FY21-032021-010097-A <1 FT-FY21-032021-010097-B <1

WS- 010098 6/22/2020 6/22/2021 1 Bottle Filler In hallway adjacent to room 105 WF-06222020-010098 3/12/2021 FT-FY21-032021-010098-A <1 FT-FY21-032021-010098-B <1

WS- 010099 6/22/2020 6/22/2021 Basement Bottle Filler In hallway adjacent to main office WF-06222020-010099 3/12/2021 FT-FY21-032021-010099-A <1 FT-FY21-032021-010099-B <1

WS- 010327 9/9/2020 9/9/2021 1 Classroom Faucet In classroom 105 WF-09092020-010327 3/12/2021 FT-FY21-032021-010327-A <1 FT-FY21-032021-010327-B <1

WS- 010328 9/9/2020 9/9/2021 1 Classroom Faucet In classroom 106 WF-09092020-010328 3/12/2021 FT-FY21-032021-010328-A <1 FT-FY21-032021-010328-B <1

WS- 010329 9/9/2020 9/9/2021 1 Classroom Faucet In classroom 109 WF-09092020-010329 3/12/2021 FT-FY21-032021-010329-A <1 FT-FY21-032021-010329-B <1

WS- 010330 9/9/2020 9/9/2021 1 Classroom Faucet In classroom 102 WF-09092020-010330 3/12/2021 FT-FY21-032021-010330-A <1 FT-FY21-032021-010330-B <1

WS- 010333 6/22/2020 6/22/2021 Basement Break Room In staff lounge B06 WF-06222020-010333 3/12/2021 FT-FY21-032021-010333-A <1 FT-FY21-032021-010333-B <1

WS- 010334 6/22/2020 6/22/2021 Basement Health Suite In health suite WF-06222020-010334 3/12/2021 FT-FY21-032021-010334-A <1 FT-FY21-032021-010334-B <1
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WS- 010338 1/14/2021 1/14/2022 Basement Food Prep Sink In kitchen WF-01142021-010338 3/12/2021 FT-FY21-032021-010338-A <1 FT-FY21-032021-010338-B <1

Food Prep Sink
Less than 5ppb - Devices requiring no remediation

Ross Elementary School Lead in Water Test Results

FY21 Filter Test
Less than 5ppb - Devices requiring no remediation


